CONDUIT DATA

. Total Allowable
Conduit!  Reference | Size Type Fill Fill (peluded Conductor Type
o~ {mm2) (mm2) .
4037 E-73A2 53 RGS-PVC coated conduit 221.46 879.42 Pull rope Soft-Fiber Polyester
5@ UP106-10 [1-2/c + gnd #8,600 V, EPR insulation
4038 E-TBA)’ 53 RGS-PVC coated conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
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4040 [ E-738)/2\ 78 RGS-PVC coated conduit 7217.89 1935.24 | 1202-3 1-7/C  #16,600 V, EPR insulation
I Pull rope | Soft-Fiber Polyester
1202-4 1-3/C  #14,600 V, EPR insulation
1202-2 1-3/C  #14,600 V, EPR insulation
UP106-15 1-2/¢c + gnd #8,600 V, EPR insulation
(=) 1202-1 1-2/¢ + gnd  #8,600 V, EPR insulation
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4076 [ E-74A Y/2\ 53 | RGS-PVC coated conduit 49.21 879.42 | UP107-5 |2 + 1 qnd #12,%12, 600 V, RHH/RAW _insulation
Ll TRAAAT .
-S| 8 Pull rope Soft-Fiber Polyester
N 4077 [(E-74A Y2\ 53 | RGS-PVC coated conduit 205.22 879.42 | UP107-10 [1-2/c + gnd #12,600 V, EPR insulation
@ 2 Rt UP207-10  |1-3/C #12,600 V, EPR insulation
Pull rope Soft-Fiber Polyester
N >
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wo| @ 4078 (\w}& 53 | RGS-PVC coated conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
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Iwl T 4101 [ £-75A V/2N 53 | RGS-PVC coated conduit 254.43 | 879.42 | Pull rope  ]SOTT-Fibér Polyester
ool © UP108-5 2 + 1 gnd #12,812, 600 V, RHH/RHW _insulation
UP108-17 1-2/c + gnd  #12,600 V, EPR insulgtion
UP108-11 1-2/c + gnd  #12,600 V, EPR insulation
— LN
o 4102 [(E-750 Y2\ 53 | RGS-PVC coated conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
-l = oo
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o| = 4103 [ E-75A )/2\ 53 | RGS-PVC coated conduit 0.00 879.42 | Pull rope |Soft-Fiber Polyester
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zQ 4104 [(E-75A V\/2\ 78 | RGS-PVC coated conduit 1217.21 | 2564.19 | 2201-4 1-9/C #16,600 V, EPR insulation
<>) w 2201-2 1-2/c + gnd #8,600 V, EPR insulgtion
(&) 2201-3 1-3/C  #14,600 V, EPR insulation
5 © Pull rope Soft-Fiber Polyester
al 2 UP208-15 |1-2/c + gnd #8,600 V, EPR insulation
Lél ':T:' 2201-1 1-2/c + gnd #8,600 V, EPR insulation
w 2201-6 1-2/c + gnd #8,600 V, EPR insulation
® 2201-5 1-3/C_ #14,600 V, EPR insulation
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o 4108 E-117 18 RGS-PVC coated conduit 0.00 1935.24 | Pull rope | Soft-Fiber Polyester
'5 4128 E-100 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
—_
; 4148 E-100 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
—
o« 4149 | E-96 78 RGS conduit 648.58 1935.24 | A-1011-2 1-3/c + gnd #6,600 V, EPR insulation
& A-1011-2 [1-3/c + gnd #6,600 V, EPR insulation
o Pull rope | Soft-Fiber Polyester
' 4150 E-96 78 RGS conduit ©48.58 1935.24 A-1011-2 1-3/c + gnd #6,600 V, EPR insulation
A-1011-2 1-3/¢c + gnd  #6,600 V, EPR insulation
= Pull rope Soft-Fiber Polyester
£ 4151 | E-96 78 | RGS conduit 648.58 [ 1935.24 | A-1011-2 [1-3/c + gnd #6,600 V, EPR insulation
e A-1011-2 1-3/c + gnd #6,600 V, EPR insulation
=5 Pull rope Soft-Fiber Polyester
5 4152 E-96 78 RGS conduit 648.58 1935.24 A-1011-2 1-3/c + gnd #6,600 V, EPR insulation
A-1011-2 1-3/c + gnd #6,600 V, EPR insulgtion
S Pull rope | Soft-Fiber Polyester
w 4153 E-96 78 RGS conduit ©48.58 1935.24 A-1011-2 1-3/c + gnd  #6,600 V, EPR insulation
= E A-1011-2 | 1-3/c + gnd_#6,600 V, EPR insulation
wvy Pull rope Soft-Fiber Polyester
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4154 E-96 78 RGS conduit 648.58 | 1935.24 A-1011-2 | 1-3/c + gnd #6,600V, EPR insulation

AN AR A4~ 90 86,600V, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4155 E-97 78 RGS conduit 648.58 | 1935.24 - = =37¢C n : , EPR insulation
, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4156 | E-97 78 | RGS conduit 648.58 | 1935.24 N~ =370 g #6600 V, EPR insulation
AR AN ~HBHQ0-Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4157 E-97 78 RGS conduit 648.58 | 1935.24 - = =37¢C n ; V, EPR insulation
Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4158 E-97 78 RGS conduit 648.58 1935.24 - - =37¢C n ; V, EPR insulation
AR AN AN GPA LB, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4159 | E-97 78 | RGS conduit 648.58 | 1935.24 NOTT~Z =376 % gnd’ #6600 V, EPR insulation
NS4 —apeh—46,6Q0~, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4160 | E-97 78 | RGS conduit 851.47 | 1935.24 A Y378 gna #2 5600V, EPR insulation
AAARA Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4161 E-97 78 RGS conduit 648.58 | 1935.24 - - =37¢C n y V, EPR insulation
AAHRARA Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4162 E-97 8 RGS conduit 648.58 |1935.24 - - =37¢C n S , EPR insulation
AR ARA , EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4163 | E-98 78 | RGS conduit 648.58 [ 1935.24 [ “A~YOTZ~Z [ T=37C % gnd #6,600 V, EPR insulation
Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4164 E-98 78 RGCS conduit 648.58 | 1935.24 - = =37¢C n ; V, EPR insulation
Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4165 E-98 78 RGS conduit 648.58 | 1935.24 - = =37¢C n ; V, EPR insulation
Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4166 E-08 78 RGS conduit 648.58 | 1935.24 - = =37C n ; , EPR insulation
AAFRIRANASZA 4P\ ~RBBRAY, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4167 | E-98 78 | RGS conduit 648.58 [ 1935.24 | K-TOTZ~Z T T=37¢ % gna #6,600 V, EPR insulation
, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4168 E-98 78 RGS conduit 648.58 | 1935.24 = = =37C n , EPR insulation
Y, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
4169 E-08 78 RGS conduit 648.58 | 1935.24 - = =37C n , EPR insulation
AAPRARANAS I~ 9P L6600, EPR insulation

/2 Pull rope | Soft-Fiber Polyester )
4170 E-98 78 RGS conduit 648.58 | 1935.24 - = =37CF gn ; , EPR insulation
, EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
111 E-98 78 | RGS conduit 648.58 | 1935.24 - = =37¢ n , EPR insulation
AR RA , EPR insulation

/2\( Pull rope | Soft-Fiber Polyester )
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